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This report is for the exclusive use of Intertek’s Client and is provided pursuant to the agreement between Intertek and its Client. Intertek’s responsibility and liability are limited to the terms 
and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned by the use 
of this report. Only the Client is authorized to permit copying or distribution of this report and then only in its entirety. Any use of the Intertek name or one of its marks for the sale or 
advertisement of the tested material, product or service must first be approved in writing by Intertek. The observations and test results in this report are relevant only the sample tested.  This 
report by itself does not imply that the material, product or service is or has ever been under an Intertek certification program. 

 

 

 

Intertek Testing Services NA, Inc.   SD 12.1.2 (11/11/10) Informative 

05/3/2013  
 
 
Mr. Meir Adest  
SolarEdge Technologies   
6 Ha’Harash St. 
Hod Hasharon, 45240 Israel 
 
 
 
Subject: Grounding testing of Solaredge optimizer as part of UL 1741 certification. 
 
 
 
Dear Mr. Adest, 
 
This letter is to confirm that the grounding of the Solaredge optimizer, as described in the Solaredge manual, was 
tested as part of the listing evaluation and complied with the standard’s requirement of less than 0.1 Ohm 
resistance.  
 

If there are any questions regarding the results contained in this report, or any of the other services offered by 
Intertek, please do not hesitate to contact the undersigned. 

 
 
Please note; this Letter Report does not represent authorization for the use of any Intertek certification marks. 
 
 
 
Troy Hewitt 

 
 
Global Business Leader 
Wind Energy 
Intertek 
3933 US Route 11 
Cortland NY, 13045 USA 
 
 
  
  
  

 
 


